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Test Certificate No. 120002183.10-02 
 First  Copy 

Contracting Party 

Dorma GmbH & Co. KG  
Breckerfelderstr. 42-48 

D-58256 Ennepetal 

Date of order: 16.06.2004 

Date of test: 04.06.2004 to 
01.09.2004 

Assignment  
Testing of controlled door closing devices (door closer) in accordance with DIN EN 1154: 1997-05 (Ref. No. EN 
1154: 1996 D). The tests are to be including the additional requirements according to annex A of DIN EN 1154. 

Description of Samples 

Overhead door closer with hydraulic damping, adjustable latch and sliding rail 

„Dorma TS 97 EN 2-4“. 
 
Description of the Test and Test Results 
See test report No. 120002183.10-01. 

Evaluation of the Test Results 

The door closer “Dorma TS 97 EN 2-4” fulfils the requirements of the DIN EN 1154. 
Door leaf fixing corresponding with appendix 1 and 2. 

It is classified as follows in accordance with sec. 4 of DIN EN 1154: 

3*) 8 
2 
4 

1 1 3 

*) The opening angle of the door has to be limited to 150°. 
 

Dortmund,  September, 14th 2004 
By order 
 

 
 
 

 

Thorsten Meinks 
Technischer Amtsinspektor 
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